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VFD TYPICAL ELEMENTARY WIRING DIAGRAM #2
WATER TREATMENT PLANT PROCESS EQUIPMENT - TIER 1

MOTOR CONTROL CENTER 1 DETAIL

MOTOR CONTROL CENTER 1 DETAIL



VFD TYPICAL ELEMENTARY WIRING DIAGRAM #3
FINISH WATER PUMPS - TIER 1

STARTER TYPICAL ELEMENTARY WIRING DIAGRAM #4
WATER TREATMENT PLANT PROCESS EQUIPMENT - TIER 1

ELEMENTARY WIRING DIAGRAM #5
SLUDGE PUMPS - TIER 1 - STARTER (TYP)

ELEMENTARY WIRING DIAGRAM #6
SINGLE PHASE MOTOR STARTER - TIER 1
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NORMAL POWER OCCUPANCY SENSOR WIRING DIAGRAM

EXTERIOR LIGHTING CONTROL DIAGRAM

3 WAY SWITCH WIRING DIAGRAMS
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CONCRETE INCASED UNDERGROUND DUCT BANK  DETAIL

TYPICAL SITE LIGHTING TRENCH DETAIL

TYPICAL PARKING LIGHTING FIXTURE DETAIL

TYP. PARKING LIGHT BASE PLAN VIEW DETAIL



TYPICAL LIGHTNING PROTECTION CONNECTORS

LEAD PENETRATION THROUGH ROOF

STEEL CONNECTION DETAIL

DOWN LEAD TO GROUND CONNECTION DETAIL
LIGHTNING CONDUCTOR DOWN

GROUND ROD STRUCTURAL

FENCING GROUNDING DETAIL

TYPICAL TELEVISION COMBINATION OUTLET DETAIL
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